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Abstract 
This paper illustrates how converter interfaces, used to connect 
renewable energy sources, HVDC links and infeeds to the 
power system, may bring significant changes to the behaviour 
of protection systems in the future. A converter model, capable 
of providing adjustable fault responses, is used to investigate 
the response of power system protection to a range of fault 
conditions. Different scenarios have been simulated by 
applying different types of faults at different location of the 
transmission system with a variety of different converter 
response types. A dynamic, verified, relay model and a 
hardware relay device have been injected with the simulated 
results to ascertain network protection performance. 
 
A summary of results are presented and it is shown that, when 
the system is dominated by converter-interfaced sources 
(especially where the sources are modeled as being unable to 
provide ³fast´ DQG ³high´ fault currents), the responses of 
traditional protection systems could be delayed, lose 
discrimination, e.g. by tripping with a zone 2 delay for a zone 
1 fault, or may be completely unable to detect faults at certain 
locations within the system. The outcomes of the paper and 
further work should act as a guide for on-going investigations 
and assist in informing the specification of national grid codes 
and related work.  
1. Introduction  
The utilisation of converter-interfaced energy sources (e.g. in 
HVDC infeeds, wind, solar, etc.) is increasing significantly, 
particularly in the GB system, due to decarbonisation and an 
increase in the use of HVDC interconnectors. According to 
1DWLRQDO *ULG¶V µ8. )XWXUH VFHQDULRV¶ document [1], 
renewable technologies may contribute an overall average of 
34% of electricity supplied by 2020. The peak for renewable 
energy penetration could of course be significantly higher than 
this average value [2]. 
 
Converter-interfaced sources behave very differently from 
traditional directly-connected rotating synchronous generators, 
and this will have consequences such as reduced and variable 
fault levels, and possibly higher levels of distortion in current 
and voltage waveforms during faults. Converters could also 
potentially lead to relatively slower responses of power system 
protection to short circuits due to delays in the delivery of fault 
current from converter-interfaced arising from converter 
controller actions. Concerns have been raised publicly by 
National Grid relating to the fact that converter-interfaced 
sources may lead to issues with fault discrimination and 
detection using traditional network protection methods [3]. 
 
As the fault response of converters is directly influenced by the 
control systems within the converter itself (and the capability 
RIWKHHQHUJ\VRXUFH³EHKLQG´WKHFRQYHrter), there is presently 
no universally-accepted or understood form of a typical 
converter current (and voltage) output during fault conditions. 
7KH (XURSHDQ ³1HWZRUN &RGH RQ 5HTXLUHPHQWV IRU *ULG
&RQQHFWLRQDSSOLFDEOHWRDOO*HQHUDWRUV´[4] DQGWKH³1HWZRUN
Code on HVDC Connections and DC-connected Power Park 
0RGXOHV´ [5] published by ENTSO-E, have stated that 
generating units (regardless of interfacing technology) should 
be capable of providing ³fast´ symmetrical fault current during 
a symmetrical network fault, and if required, produce 
asymmetrical currents during unbalanced fault conditions.  
However, the requirements are somewhat non-specific in many 
instances, with the details of the exact specifications being left 
to national operators to define. Accordingly, it is important to 
investigate systematically the impact upon protection systems 
of a range of credible converter outputs during faults. 
 
In order to implement an accurate and flexible representation 
of a converter source for use in protection studies, a 
comprehensive Voltage Source Converter (VSC) model has 
been developed [6]. The model has been further refined [7] to 
allow the user to modify  its responses during fault conditions. 
Using this converter model, an initial range of injection tests 
(into both modelled and actual relay devices) was reported in 
[8] and it was confirmed that there could be problems with 
network protection responses in certain circumstances. In this 
paper, a more systematic evaluation of the protection responses 
and identifications of particular areas of concern are reported. 
 The main body of the paper will present the development of a 
VSC model, with an appropriate controller, capable of 
reproducing realistic and user-configurable voltages and 
currents in response to faults on the supplied AC power system. 
The results of systematic tests of network protection 
performance under a variety of situations will be presented. 
This includes different fault locations and different fault types 
(three-phase, phase-phase and phase-earth). For each scenario, 
a range of adjustments to the converter controller parameters 
are made to change its response and the consequent protection 
behavior is analysed, illustrating how protection performance 
might be impacted by different converter responses. The 
testing of the system protection performance is performed 
through injecting simulated data into a relay model and an 
actual relay device using an RTDS (real time digital simulator) 
and APTS (automatic protection test set) for amplification of 
the RTDS output signals.  
2. Converter fault responses 
Converters will provide relatively limited fault current 
contributions when compared with a synchronous machine of 
comparable rated capacity. Synchronous machines may 
provide fault currents of 5-7 times larger than rated current 
immediately following close-up short circuits. However, the 
fault current provided by a converter-interfaced source may 
only be 1-2 times rated current [9] [10], and in some cases, 
under severe voltage depressions, some converters may not 
even be capable of providing rated current [11]. 
 
The fault response is defined by WKHFRQYHUWHU¶VFRQWUROV\VWHP
and is also guided, at least at a high-level, by appropriate grid 
codes. Converters may not be capable of providing large fault 
current instantaneously - the converter source may only 
provide fault current after an initial delay and then ramp up to 
its maximum output [12].   
 
Finally, it should be noted that grid codes requirements are still 
under development. As stated in the most up-to-date GB and 
EU grid codes [4] [5] [13], converter-interfaced units should 
produce ³fast´, ³PD[LPXP´ and ³sustainable´ current in 
response to network faults and should also be capable of 
supplying unbalanced currents if required). However, some of 
the definitions are rather non-specific in nature and are open to 
interpretation. Discussions relating to converter responses 
during the period immediately following fault inception and 
when the network protection would be required to detect and 
react to faults are discussed in [12], but it is the opinion of the 
authors that the overall debate is still at a relatively early stage. 
3. Test system arrangement 
3.1 VSC-HVDC model 
Figure 1 illustrates the control scheme used within the 
converter model, while the converter¶V IDXOW response 
characteristics, and how they may be modified, are displayed 
in Figure 2. The output from the converter is governed by its 
current controller in response to the measured terminal voltage. 
The value of the current is calculated using an outer controller. 
The detailed operating principles of this model are explained 
in more detail in [6]. 
 
Fault detection, fault ride through and fault response blocks (as 
part of the outer controller in Figure 1) are incorporated within 
the control system in order to allow the converter to provide 
performance that complies with grid codes. The detailed logic 
schemes can be found in [7]. 
 
As shown in Figure 2, there are a number of configurable 
converter fault response settings: 
 
 Response delay: the time taken for the converter¶V
controller to detect faults, process the measurements and 
initiate the response WKHUHPD\EHDQLQLWLDO³VSLNH´GXH
to capacitive discharge, this is not included as a 
configurable parameter). 
 Ramp rate limit: this can be used to reflect different 
cRQYHUWHUV¶DELOLW\WR increase their output, if indeed the 
output does increase [11]. 
 Fault level: the maximum sustained fault current output. 
 Current dip: as shown by others [11] via experiments, the 
current output from the converter may experience an 
initial WHPSRUDU\³dip´LQRXWSXWLPPHGLDWHO\IROORZLQJD
fault. 
 
Consequently this converter model is capable of reproducing 
virtually any type of fault response that may be produced in 
reality through configuration of its parameters. For example, a 
³VWURQJ´ FRQYHUWHU ZLWK UHODWLYHO\ IDVW GHWHFWLRQ KLJK UDPS
UDWH DQGKLJK VXVWDLQHG IDXOW FXUUHQW RU D ³ZHDN´ FRQYHUWHU
with relatively slow detection, ramp rates and low sustained 
fault currents, could be created through appropriate 
configuration of the parameters. The ranges of parameters used 
in these investigation are from 2-200 ms for detection, 0.1-1.5 
GVA/cycle for ramp rate and 1.1-2.6 GVA for fault level (for 
a 1.1 GVA rated converter).  
3.2 Power system layout  
The layout of the studied power system is presented in Figure 
3. Using ten year statement data, a section of the 400 kV 
transmission system has been modelled. The nominal power 
flow for the transmission line under study is 1066 MVA. The 
fault level of the system is assumed to be 20 GVA when it is 
supplied by traditional synchronous sources [3]. 
 
When faults are applied in this system, the voltage and current 
value at the bus on the left-hand side of the figure above are 
recorded for model/relay injection. The setting of the relays 
(distance relays in this case) have been provided by National 
Grid. 
4. Case studies  
The simulated results for a variety of fault scenarios have been 
recorded and injected into both a validated dynamic model of 
a relay (relay 1) [14] and an actual distance protection relay 
(relay 2). The setting for ERWK³relays´ are identical. 
 
Firstly, for three fixed fault locations (5%, 50% and 100% of 
the line length), various parameters of the converter response 
characteristics were modified and several tests conducted. 
Scenarios 1, 2 and 3 analyse responses for three-phase, phase-
phase and phase-earth faults at the three locations. Secondly, 
the converter parameters were adjusted WR UHSUHVHQW³VWURQJ´
DQG³ZHDN´FRQYHUWHUVand faults at different locations along 
the line and specifically around the zone 1 boundary were 
simulated to test the reach of the relay. Scenarios 4, 5 and 6 
show these results, for three-phase, phase-phase and phase-
earth faults, with results for synchronous PDFKLQH ³VWURQJ´, 
DQG³ZHDN´FRQYHUWHU infeeds shown for comparison purposes.  
Note that while in practice, the fault current will be supplied by 
D ³PL[´RI V\QFKURQRXV DQG FRQYHUWHU-interfaced sources, in 
WKLVSDSHU WKH³ZRUVW-FDVH´ VFHQDULRVDUH LQYHVWLJDWHGZKHUH
purely converter-interfaced sources supply fault current. 
4.1 Scenario 1: protection responses to three-phase faults 
The purpose of this scenario is to investigate the effect of 
changing converter behaviour in terms of initial response 
delay, current ramp rates and fault level, when the system 
experiences a solid three-phase fault at three different 
locations. The relay (model and actual device) tripping times 
are shown in Table 1. Two different energy sources are 
included in the tests: SG - synchronous machine (case 1.1); and 
VSC ± converter-interfaced source (cases 1.2-1.15). 
 
Ttrip1 and Ttrip2 correspond to relay 1 (modelled) and 2 (actual 
device) tripping times. Note that these are not clearance times, 
which would be subject to an additional delay associated with 
circuit breaker opening. 
 
Analysis of the results presented in Table 1 leads to the 
following observations: 
 
 For zone 1 three-phase faults located at 5% of the line 
length, a delay in the converter initial response or a 
reduction in fault level can lead to delayed protection 
responses for both relay model and device. Relay 1 
responds to a close-up fault as a zone 2 fault, with its 
tripping time being longer than 300ms when the system 
is supplied by converters which are unable to provide fast 
and/or high fault current. Relay 2 may not trip if the 
FRQYHUWHU¶VIDXOWOHYHOfalls below 1.9 GVA. 
 For three-phase faults at 50% distance of the line: the 
setting for the converter will lead to delayed protection 
response (for both relay 1 and 2). However relay 1 trips 
quickly and not with a zone 2 delay. Relay 2 may not trip 
LIWKHFRQYHUWHU¶VIDXOWOHYHOLVGHFUHDVHGWRless than 1.55 
GVA. 
 For zone 2 three-phase faults (faults at 100% of the line 
length) YDU\LQJ WKH FKDUDFWHULVWLFV RI FRQYHUWHU¶V IDXOW
response appear to have less of an effect on protection 
performance. However, relay 2 may not trip if the 
FRQYHUWHU¶VIDXOWOHYHOLVreduced below 1.9 GVA. 
 
Figure 1 Layout of the VSC-HVDC model 
 
 
 
 
 
Figure 2 Controllable output current provided by converter 
(single phase in pu value) 
 
Figure 3 Model of a transmission line used in the study 
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4.2 Scenario 2: protection responses to phase-phase faults 
In this scenario the effects of changing the converter¶V fault 
response characteristics are investigated when the system 
experiences solid phase-phase faults. The relay tripping times 
are recorded in Table 2. Note that the source parameters 
assumed for cases 2.1 to 2.15 are the same as those previously 
defined in Table 1. This also applies to all cases presented in 
section 4.3. 
 
Table 2: Relay tripping times for phase-phase faults 
Case  
Fault location 
5% 50% 100% 
Ttrip1 
(ms) 
Ttrip2 
(ms) 
Ttrip1 
(ms) 
Ttrip2 
(ms) 
Ttrip1 
(ms) 
Ttrip2 
(ms) 
2.1 19.7 17 19.7 25.2 319.6 324.5 
2.2 48.5 30.5 58.5 21.2 332.4 331.8 
2.3 Ğ 343.3 Ğ 121.3 Ğ 712.2 
2.4 Ğ 38.1 Ğ 52 Ğ 663 
2.5 Ğ 344.4 Ğ 120 Ğ 687.5 
2.6 Ğ 345.1 Ğ 129 Ğ 675.4 
2.7 Ğ 325.2 Ğ 126 Ğ 746.9 
2.8 43.2 28.8 87.2 47 339.6 347.3 
2.9 48.6 28.9 48.5 29 348.4 356.1 
2.10 48.5 30.8 45.7 30.1 357.4 330.7 
2.11 42.3 31 77.4 31.9 366.5 369.4 
2.12 59.2 31 43.4 29 348.6 334.9 
2.13 42.2 29.5 42.2 29 332.3 332.2 
2.14 42.2 Ğ 42.2 Ğ 342.2 Ğ 
2.15 Ğ Ğ Ğ Ğ Ğ Ğ 
 
The key findings from these results can be summarised as 
follows: 
 
 For zone 1 faults located at 5% of the length of the line, 
the characteristics of the converter may lead to 
inoperation of both relays when the delay is long and/or 
the fault level is low. For relay ZKHQ WKHFRQYHUWHU¶V
fault current output delay is longer than 50 ms, the relay 
responds as if a zone 2 fault, rather than a zone 1 fault, 
has been detected. 
 For zone 1 faults located at 50% of the line length, the 
UHOD\¶V SHUIRUPDQFH FDQ EH VHULously affected by the 
converters. WKHQWKHFRQYHUWHU¶VIDXOWOHYHOLVGHFUHDVHG
to a certain value (approximately 1.2 GVA for relay 1 and 
1.55 GVA for relay 2) the relays no longer detect the 
presence of the fault and do not respond. For relay 1, 
when the response delay is increased to above 25 ms, the 
fault is not detected. 
 For zone 2 faults located at 100% of the line length, 
certain converter characteristics (long delays or low fault 
levels) may lead to inoperation of both relays (model and 
device). 
4.3 Scenario 3: protection responses to phase-earth faults 
Protection operating times in response to solid phase-earth 
faults are presented in Table 3. The key findings observations 
are: 
 For zone 1 faults located at 5% of the line length, the 
converter source does not seem to have a significant effect 
on the performance of relay 1, regardless of the converter 
fault response characteristics. However, the performance 
of relay 2 is seriously affected. Relay 2 does not detect 
the fault under the majority of cases. This is likely to be 
due to the symmetrical response of the converter to single 
Table 1: Relay tripping times for three-phase faults 
Case 
Number 
Energy 
source 
Initial 
delay 
(ms) 
Ramp 
rate 
(GVA 
/cycle) 
Fault 
level 
(GVA) 
Fault location 
5% 50% 100% 
Ttrip1 
(ms) 
Ttrip2 
(ms) 
Ttrip1 
(ms) 
Ttrip2 
(ms) 
Ttrip1 
(ms) 
Ttrip2 
(ms) 
1.1 SG NA NA 20 41.5 18.2 19.7 22.8 330.7 320.8 
1.2 VSC 2 1.5 2.6 20.5 25 33.8 35 334.3 329 
1.3 VSC 200 0.1 1.1 140.3 35.4 98.9 88 339.8 329.7 
1.4 VSC 25 1.5 2.6 349.4 31.3 88.9 31 358.2 348.6 
1.5 VSC 50 1.5 2.6 128.2 33.8 98.9 34 352.7 330.3 
1.6 VSC 75 1.5 2.6 131.2 34 98.9 55 352.7 331.8 
1.7 VSC 100 1.5 2.6 128.4 35.5 98.9 56 352.7 332.9 
1.8 VSC 2 1.15 2.6 21 29.6 67.2 28 333.3 326.7 
1.9 VSC 2 0.8 2.6 20.7 24.1 36 30 333.2 327.8 
1.10 VSC 2 0.45 2.6 20.5 26 34.2 24 336.2 328.2 
1.11 VSC 2 0.1 2.6 349.4 28.2 34.1 30 336.5 324.9 
1.12 VSC 2 1.5 2.25 20.5 24.5 33.8 32 336.4 329.9 
1.13 VSC 2 1.5 1.9 20.5 25 33.7 34 336.3 329.4 
1.14 VSC 2 1.5 1.55 20.5 λ 43.6 λ 336.4 λ 
1.15 VSC 2 1.5 1.2 349.4 λ 43.5 λ 345.4 λ 
 
phase-to-earth faults which may block the relay¶V phase-
to-earth comparators. 
 For faults located at 50% of the line length, again relay 1 
is not affected by the introduction of the converters. 
However for relay 2, the introduction of the converter 
seriouly affects WKHUHOD\¶VRSHUDWLRQWKHWULSSLQJWLPHLV
seriouly delayed, and the relay is unable to detect faults 
ZKHQWKHFRQYHUWHU¶VIDXOWFXUUHQWLVQRWIDVWKLJK 
 For zone 2 faults located at 100% of the line length, it can 
be seen that the operation of both relays is seriously 
affected. When the converter generates a fast balanced 
fault current during faults, neither of the relays can detect 
the fault. It is only when the converter fault current is 
delayed and has limited magnitude that relay 1 can detect 
faults while relay 2 still remains inoperative. 
 
Table 3: Relay tripping times for phase-earth faults 
Case  
Fault location 
5% 50% 100% 
Ttrip1 
(ms) 
Ttrip2 
(ms) 
Ttrip1 
(ms) 
Ttrip2 
(ms) 
Ttrip1 
(ms) 
Ttrip2 
(ms) 
3.1 19.5 16.4 34 19.2 323.3 315.6 
3.2 25.6 Ğ 25.6 542.6 Ğ Ğ 
3.3 22 Ğ 25.5 Ğ 348 Ğ 
3.4 22 Ğ 25.5 Ğ 346.7 Ğ 
3.5 22 Ğ 25.5 Ğ 348 Ğ 
3.6 22 Ğ 25.5 Ğ 348 Ğ 
3.7 22 Ğ 25.5 Ğ 348 Ğ 
3.8 25 Ğ 25.5 50.2 349.5 Ğ 
3.9 25.6 Ğ 25.5 633 Ğ Ğ 
3.10 22.1 Ğ 25.6 645.7 Ğ Ğ 
3.11 22.1 Ğ 25.6 733.6 360.3 Ğ 
3.12 25.6 Ğ 25.6 Ğ 366.7 Ğ 
3.13 25.3 Ğ 25.3 Ğ 735.2 Ğ 
3.14 25.5 Ğ 25.4 Ğ 320.4 Ğ 
3.15 22.1 Ğ 22.2 Ğ 320.1 Ğ 
 
4.4 Scenario 4: zone 1 reach tests for three-phase solid 
faults  
In this scenario, three different sources (SG and converters) 
were modelled, with three-phase solid faults applied at 
different locations along the line around the zone boundary at 
80% of the line length. The following sources were 
incorporated in this scenario:  
 
 SG: conventional synchronous machine with fault level 
of 20 GVA. 
 VSC1: ³VWURQJ´VSC with initial response delay of 2 ms, 
ramp rate of 1.5 GVA/cycle, and sustained fault level of 
2.6 GVA (balanced output current). 
 VSC2: ³ZHDN´, slower-acting VSC, with initial response 
delay of 200 ms, ramp rate of 0.1 GVA/cycle, and 
sustained fault level of 1.1GVA (balanced output 
current). 
 
The corresponding relay tripping times against distance to fault 
are plotted in Figures 4(a) and 4(b). It is clear from the results 
that the response characteristics of the converter may 
significantly affect the reach of zone 1. For both relays, zone 1 
reach is at around 80% of the line when the fault current is 
supplied by synchronous machines, as would be expected. 
When the system is supplied by VSC1 (with a ³VWURQJ´
response), the zone 1 reach is slightly extended. However, with 
WKH³ZHDN´VSC2 supplying the fault current, zone 1 reach is 
significantly extended for relay 1 (to 95% of the line length) 
while it is reduced for relay 2 (to 76%). These results 
demonstrate that the effects of converter fault response can 
differ for different relay W\SHVDOWKRXJKLQWKLVFDVHRQH³UHOD\´
is modelled and one is an actual device ± further work will be 
concerned with evaluating the responses of a wider range of 
relay types and devices, including distance, differential and 
overcurrent. 
4.5 Scenario 5: zone 1 reach tests for phase-phase solid 
faults 
In this scenario, phase-phase faults were applied at different 
locations along the line and around the zone boundary with the 
same assumptions and modelled converter characteristics as 
described in the previous section. The corresponding relay 
tripping times against distance to fault are plotted in Figures 
4(c) and 4(d). 
 
For relay 1, application of the ³ZHDN´converter source VSC2 
leads to lack of operation regardless of fault location. However 
for the ³VWURQJ´VSC1 source, zone 1 reach remain accurate at 
around 80%. 
 
For relay 2 the application of ³ZHDN´ VSC2 appears to 
introduce a constant delay to the zone 1 operation of the relay. 
Furthermore, when the fault location reaches 95% of the line 
length, the relay stops detecting the fault altogether. 
4.6 Scenario 6: zone 1 reach tests for phase-earth solid 
faults  
In this scenario, phase-earth faults were applied at different 
locations along the line and around the zone boundary with the 
same assumptions and modelled converter characteristics as 
described previously. The relay tripping times against distance 
to fault are plotted in Figures 4(e) and 4(f). 
 
For both relays, when the ³VWURQJ´VSC1 is used (providing a 
balanced fault response), their responses are severely 
compromised. In many cases there is a complete lack of 
response or a significant delay in tripping. This suggests that 
converters providing balanced responses to any unbalanced 
fault conditions may result in serious problems for protection 
if such converters provide the majority of the current for such 
faults.  
 
When the system is supplied by ³ZHDN´ VSC2, the 
performance of relay 1 appears acceptable. However relay 2 
does not detect the presence of fault in any of the tests. 
5. Conclusions and Future work 
This paper has illustrated how converter-interfaced energy 
sources respond very differently to network faults when 
compared to synchronous machines and that these differences 
in responses could lead to network protection problems in the 
future, where converter-interfaced sources may proliferate. A 
wide range of fault scenarios, using both models of 
synchronous machines and a configurable converter-interfaced 
source model, have been studied and the results show that, 
potentially, there are several areas of concern associated with 
the protection of future systems. However, further 
investigations are required.  The results presented in this paper 
are based on dynamic models of power systems using both a 
protection relay model and an actual device. In order to have 
further confidence in the findings presented in this paper, 
future work, involving a wider range of scenarios, including 
more actual relay devices, and consisting of more 
FRPSUHKHQVLYH VWXGLHV RI ³PL[HG´ FRQYHUWHUV\QFKURQRXV
PDFKLQHVRXUFH³PL[HV´, is necessary. 
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